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SILENCE , NOTES;
1 1.) PANEL GROUND TERMINAL MUST BE CONNECTED TO EARTH GROUND
L——0 PER NEC.
Pa2 2.) FACTORY WIRING IS SHOWN
FIELD WIRING IS SHOWN «ctiiieriiiriireninneereesensenaeneneas -
3.) RECOMMENDED TIGHTENING TORQUES FOR TERMINALS 240 VOLT POWER
30 POUND INCHES. 120 VOLT POWER, CONTROL & LOW VOLTAGE —
20 POUND INCHES.
4.) REMOVE JUMPER FOR 2 CIRCUIT POWER SUPPLY.
5.) THIS CONTROL PANEL IS DESIGNED TO CONTROL PUMPS HAVING
MOTORS WITH OVERLOAD PROTECTION.
e Motor . 2_HP WIRE TYPE SIZE  COLOR WIRE TYPE SIZE * COLOR pr: n , ,' Panel Power Requirements:  sccp: 5 ia RMS Sym. 240 V. Mox.
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THIS COMPLETE ELECTRICAL ASSEMBLY I 120V _CONTROL | 14 AWG | RED 12 VDC 14 AWG | BLUE ' E— I —
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24 VAC 14 _AWG | ORANGE SHIELDED 18 AWG | MULTI . 5{
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